
PARTICULATE
      FILTER

NORTH

SOUTH
       AIR
SEPARATOR
     TANK

CHILLER 1 CHILLER 2

PT
5163
GL

SPILL TANK

 CORROSION
SPOOL PIECE

PARTICULATE
      FILTER

DEIONIZER

N2 GAS
PURGE

VACUUM
  PUMP

E
X
P
A
N
S
I
O
N

T
A
N
K

17.6 C

21.0 C

15.8 C

-3.4 C

-8.9 C

15.7 C

21.3 C

20.9 C

-7.6 CTE
5335

V

TE
5273 
GL

T E
5275

V

TE
5274

V

TE
5272
GL

TE

V
5334

TE
5136

V

T E
5137

V

17.5 C

TE
5333

V

TE
5332

V

T E
5281

V
TE

5278
V

TE
5277

V

TE
5283

V

TE
5279

V

TE
5282

V

TE
5280

V

-8.3 C

17.5 C

-13.0psig

4.6 PSID

10.3 PSIG

-7.7 PSIG

12.1 GPM

4.9 GPM

5.9 GPM

20.7 in

15.3 C

3.6 C

12.3 C

12.3 C

15.9 C

4.4 C

0.0 psig

5.4 C

5.4 C

PT
5320
GL

DPT
5321
GL

T E

GL
5271

LT
5210
GL

FT
5130
GL

PT
5133
GL

TE
5131
GL

TE
5151
GL

FT
5348
GL

FT
5349
GL

CM
5156
GL

PT
5209
GL

TE
5358

GL
FS

5350
GL

TE
5357

GL

FS
5352

GL

TS
5351
GL

TS
5353

GL

NORMAL
BYPASS

KEYSWITCH STATUS
CHILLER 1 CHILLER 2

PUMP COOLER
NORMAL
BYPASS

NORMAL
BYPASS

PUMP COOLER
NORMAL
BYPASS

VACUUM
  PUMP

PV-5290-V
PV-5291-V

PV-5292-V

MV-5293-V

TE
5276

V

5296
PI

V

5295
V
PI

PI
5294

V

13.0

12.2

172.8

mT

mT

mT

-0.2uSIE

DPI

DRY TANK

CLOSE

CLOSE
CLOSE

-9.0 C

-5.9 C

POWER KEYSWITCH
STATUS

NORTH

SOUTH

NORM AL
NORM AL

SiDET

AMBIENT TEMPS

SOUTH

NORTH
C
C

UPPER
LOWER

C
C

UPPER
LOWER

4.1
-2.5

5.3
-3.6

SILICON COOLING PIPING DIAGRAMSILICON COOLING PIPING DIAGRAM 9:08:55 AM 8/28/2003EXIT

Silicon Interlocks

Sil Computer Alarm

Purge Air System

Silicon AutoDialer 88 RTD'S

Vacuum Jackets

Silicon Detector Dewpoints

OPS

SIDETSIDET

OPS

-6.6 C


